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2" THREADED GLOBE DIRECT-ACTING PRESSURE REGULATOR W/UNION
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UPDATED TITLE BLOCK, NOTES CAGE DETAIL, REGULATOR CONFIG.

ADDED SECOND SHEET FOR PLACEMENT DETAILS AND NOTES
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YARDS WHERE NO FENCE OR BLOCK WALLS EXIST.

PRESSURE REGULATOR ASSEMBLY INSTALLATION NOT PERMITTED TO BE INSTALLED IN FRONT YARDS OR SIDE 

MINIMUM 8" CLEARANCE FROM THE TOP OF REGULATOR TO TOP OF ENCLOSURE.

EMWD ENGINEER AND/OR EMWD INSPECTOR PER B-665.

INSTALLATION LOCATION MAY REQUIRE BOLLARDS.  BOLLARDS TO BE INSTALLED AT THE DIRECTION OF THE 

PRESSURE REGULATOR ASSEMBLY SHALL NOT EXCEED 5' IN HEIGHT.

ON OUTLET PIPING.

EMWD O&M MAY REQUIRE A VERTICAL FLOW METER ON INLET PIPING.  INSTALL AN EQUAL LENGTH SPOOL 

   B. LE MEUR WELDING & MANUFACTURING, WILMINGTON, CA.

   A. BACKFLOW PREVENTION DEVICE ENCLOSURE, PHOENIX, AZ.

ENCLOSURE MANUFACTURERS, OR APPROVED EQUAL:

TEES OR CONNECTIONS SHALL NOT BE ALLOWED BETWEEN EMWD RSGV AND PRESSURE REGULATOR.

ALL CML&C PIPE TO MEET EMWD SPECIFICATION 15061.

IN AREAS PRONE TO FREEZING, BYPASS PIPING SHALL BE WRAPPED WITH INSULATING TAPE.

IS NOT PERMITTED BY THE GOVERNING AGENCY.

BELOW GROUND INSTALLATION OF PRESS.  REG. TO BE ALLOWED ONLY WHEN ABOVE GROUND ASSEMBLY 

PRESSURE REGULATOR SHALL BE MIN. 12" ABOVE CONCRETE PAD. 
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