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NOTES: 1. INSTALL DIELECTRIC UNION BETWEEN DISSIMILAR METALS. A A
FOR MFR, MATERIALS, MODEL SEE SPEC, SECTION E15430.
2. INSULATE EMERGENCY SHOWER & EYEWASH UNITS LOCATED QOUTSIDE PER SPEC.
3. SUPPORT PIPING FROM ADJACENT WALL QR PROVIDE APPROVED FREE-STANDING

PIPE SUPPORTS.
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