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STEEL TANK ROOF HATCH
INCREASED HATCH SIZE; REMOVED FALL PROTECTION GRATING
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ANTI THEFT
HINGE BOLT (TYP)

PLATFORM GRATING
(SEE STD DWG B-979) 1.  ROOF HATCH COLOR SCHEDULE

BELOW ROOF PLATFORM:  MATCH TANK
ABOVE ROOF PLATFORM:  SAFETY YELLOW

2.  ALL ROOF HATCH  HARDWARE SHALL BE 316 STAINLESS STEEL.

3. HINGE SHALL PERMIT FULL 180°+ OPENING OF ROOF HATCH LID.

4.        PROVIDE SLIP-RESISTANT GALVANIZED STEEL PLATE OR SOLID-TOP GRATING AROUND
           PERIMETER OF HATCH FRAME, FLUSH WITH SURROUNDING PLATFORM GRATING SURFACE.
           PANELS SHALL NOT EXCEED 50 LBS. EACH, TO FACILITATE REMOVAL.
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