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NOTES A VARIES © SEENOTEL,10, |z, LINE
1.RISER CAP, METER BOX/VAULT, AND STEEL LIDS TO BE PAINTED PER EMWD SPECIFICATIONS. | f 11,14 & 16 |
2.ALL 2" PIPE AND FITTINGS SHALL: ! .
A. BE MADE OF BRASS OR BRONZE; \/ [ T |
B. BE OF THE BANDED PATTERN; = Q 2 i I
C. BE DESIGNED FOR A MIN OF 175 PS| (COLD) WATER WORKING PRESSURE. | v SEE NOTE 18 , .
3.PRESSURE TEST PER EMWD SPECIFICATIONS. | . = ol ) |
4.ALL BARE IRON AND STEEL SHALL BE COATED WITH CEMENT MORTAR AS PER THE FIELD ENGINEER. | 24" MIN 2|8 SPACER, SEE 6 | (12" MIN .
VALVES AND OTHER APPURTENANCES AND FITTINGS AT THE PIPELINE SHALL BE PRIMED, AND WRAPPED ! 12" MIN zz|5 NOTE9, 10 & 11 - I
WITH PROTECTO-WRAP NO. 200 OR 300 TAR RESIN TAPE. BOLTS AND NUTS SHALL BE PROTECTED USING ! - S5z _ ' Jo I
ZINC CAPS ANODES IN ACCORDANCE WITH SECTION \ 15089. S 5 @D RIS = ® |® /jﬁ\ .
5.SERVICE LATERAL SHALL BE INSTALLED WITH IDENTIFICATION TAPE AND LOCATOR \ WIRE PER EMWD S ®\ mm / h ; /® |
SPECIFICATIONS. | \ = © —_ ! y M
6.ALL SERVICE PIPE AND TUBING SHALL BE LAID ON A POSITIVE SLOPE UP FROM THE WATER MAIN TO THE i = —5— - — SRS S G — _-_<+-_-W.
METER. NO DIPS OR POCKETS IN THE LINE WILL BE PERMITTED. WATER MAIN | NOTE % P — === I
7.THREAD NOTATION THUS: | , . |
IP = IRON PIPE THREAD; VALVE —= &) .
CS = CORPORATION STOP (MUELLER) THREAD; % ;E%Pé’ggg |
PJ = PACK JOINT | 12 12" MIN 6" | 13" MIN | 12" 24"MIN |
CTS = COPPER TUBE SIZE I IDENTIFICATION COLOR - - i .
CTS A.S. = COPPER TUBE SIZE ANGLE STOP . PER EMWD SPECS SEE . |
8.VALVE BOX SHALL BE EMWD APPROVED 12" DIA x 10" DEEP, COMPLETE WITH COVER AND ONE (1) - 6" NORMAL ELEVATION  “COTE1® - |
EXTENSION. T 0 SCALE EMWD ' CUSTOMER
9.JUMPER ASSEMBLY USED FOR THE CONSTRUCTION OF THE METER SERVICE SHALL BE MADE OF SCHEDULE
80 PVC AND HAVE ALL PVC FITTINGS SOLVENT WELDED MEET METER MANUFACTURES SPECIFICATIONS VALVE SUIPPORT FLOW RATE TABLE A NOTE: ALL MATERIALS SHALL MATCH THE SERVICE LATERAL PIPELINE SIZE EXCLUDING BYPASS LINE.
FOR METER INSTALLATION JUMPER TO BE PAINTED BLUE (POTABLE JUMPERS ARE NOT TO BE USED FOR PER B.355 =rore.Tron] evws Toreroeroom eren
RECYCLED WATER ) METER |RATE| STD SIZE (FT/S) | LENGTH
10. WHEN METER IS FURNISHED BY OTHERS, ANGLE METER STOP SHALL BE LOCKED CLOSED WITH LEAD SEAL SIZE (GPM)| DWG
AND THREE-STRAND SEALING WIRE. METER DIMENSIONS MAY VARY, METER INSTALLATION SHALL BE PER romnirz [ 150 | 8342 o 318 EY yALVE BOX —\
METER MANUFACTURER SPECIFICATIONS AND EMWD STANDARDS AND SPECIFICATIONS. MATERIALS LIST /\ >MASTER | 120 | B2 O 25 7 — :
11.USE APPLICABLE EMWD METER STANDARD DRAWING FOR METER AND METER BOX/VAULT INSTALLATION. === e ounicz | 1eo | Baua e 33 15y ] N Hﬁjgé Al
12.ALL MATERIALS SHALL BE PER EMWD APPROVED MATERIALS LIST. ounite | 200 | B3 - 42 o %o %ﬂ EAr'ERGLsET op | -
13.RESTRAIN OR WELD ALL JOINTS PER EMWD SPECIFICATIONS. RESILIENT SEAT GATE VALVE PER APPLICABLE : ) ' . s 2z (CTSAS)
14. METER BOX/VAULT TO BE INSTALLED DURING CONSTRUCTION OF WATER SERVICE/MAINLINE @ | METER BOX DETAIL 2'OCTAVE | 250 | B-344 4 >3 7 = ola : : -
CONSTRUCTION. CONTRACTOR SHALL RETURN AFTER ROAD SHOULDER OR PARKWAY IS COMPLETE TO - 3"OMNIC2 | 400 | B-633 4" 84 17" EXfe NO'?’EE A '\IS(»)ETEES ,
INSTALL METER VAULT, AND SHALL BE RESPONSIBLE FOR COORDINATING WORK OF OTHER CONTRACTORs | (2 | 45° DEG. ELBOW (IF REQUIRED) sromMniT2 | 500 | B633 4 106 19" 2z N0 e fr=———— | ﬁﬁ B 7-
FOR SAFEGUARDING SERVICES UNTIL METER BOX/VAULT IS SET. () | RISER AND AP DETAIL PER EMWD B-668 3"OCTAVE | 500 | B-633 4 10.6 12" == e &11 | BALL VALVE ASSY
15.TEST PORT (COUPLING & PLUG) SHALL BE 2" (IP) FOR 6" & SMALLER METERS, 4" (IP) FOR 8" & LARGER sromnic2 | 400 | B-633 6" 41 17" Q9= /\ | W/3%" LG HANDLH
METERS. METER VAULT PER METER STANDARD DRAWING | .. ] ; " " & 2 LOCK EARS
16.DEPTH OF METER SHALL BE 5 FT. MAX. FROM VAULT LID TO TOP OF METER. @ | &EMWD APPROVED MATERIAL LisT 2 82”?)&2 233 2222 2 :1 12 PAYER OF S TPE e
17.UPON EMWD APPROVAL, VAULT DEPTHS GREATER THAN 5 FT SHALL INSTALL LADDER PER B-519 OR B-520. 72" FLANGED SPOOL. SIZE PER APPLICABLE o ca Taoo T 5030 = 52 D COARSE | SOFT COPPER
("DANGER" PERMITTED CONFINED SPACE DO NOT ENTER) SHALL BE PAINTED ON THE VAULT LID PEREMWD | & | METER DETALL ’ ' . GRAVEL .
SPECIFICATIONS. 4" OMNI T2 1000 B-634 6" 10.2 23 % MIP X CTS
18.PROVIDE A MINIMUM 4" CLEARANCE BETWEEN PIPE AND KNOCKOUT HOLE WITH A MINIMUM OF 6" (® |vicTauLic coupLING 4"0oCTAVE | 1000 | B-634 6" 10.2 14" ? @®
CLEARANCE ABOVE THE VAULT FLOOR. FILL THE ANNULUS SPACE FOR ALL KNOCKOUT OPENINGS IN THE 4"omNIc2 | 800 | B-634 8" 47 20"
VAULT WALL WITH NON-SHRINK GROUT PER EMWD STANDARD DETAIL PROVISION SECTION 03300. @ |G O T T UL COOPLNG |4 omnim2 | 1000 | 863 g 59 23" ! :
19. BASE IS INCLUDED WITH VAULT. . soctave 1000 | B-635 gr 5.9 14" —? —— - ~»| -—-
20.READ HOLES ARE TO BE POSITIONED OVER METER REGISTER PER B-976. (IP) COUPLING & PLUG (SEE NOTE 16) somicz Tieoo | 5o > v - | pr—. | -
21.SYSTEMS WITH ONSITE PUMPS SHALL NOT EXCEED 5 FPS VELOCITY WITHIN THE SERVICE LATERAL. s octave 11600 | Bo3s 1o s 18" EMWD CUSTOMER
SYSTEMS WITHOUT PUMPS, SHALL NOT EXCEED 10 FPS. (9 | PIPE (SEENOTE 13) ) : - . NOTE 4
22.POTABLE SERVICE LATERAL HORIZ & VERT ALIGNMENT MUST MEET DDW SEPARATION REQUIREMENTS 90° ELBOW 6"OMNIT2 _}2000 | B-635 ) 12 °8 27 5, &13
WHEN RECYCLED WATER IS EXISTING OR PROPOSED. 8"OMNIC2 | 2700 | B-636 12" 75 30%
23.SERVICES THAT REQUIRE BACKFLOW PROTECTION PER EMWD'S ADMIN CODE, SHALL BE PER B-597. 4" X 2" COMPANION FLANGE 8"OCTAVE | 2800 | B-636 12 7.8 20" " "
24.WHEN VAULT IS PLACED IN HIGH LOAD OR TRAFFIC PRONE AREAS, VAULT AND LID SHALL BE ABLE TO Q 8"OMNIT2 | 3500 | B-636 12 9.8 30%" 4" WATER SERVICE CONNECTION 2" METER
WITHSTAND H-20 VEHICULAR LOADS. (REFER 10 THE APPROPRIATE METER STANDARD | & OMNIC2 | 2700 | Be3s [ 18 34 30%" NOT TO SCALE
25.VAULT LIDS SHALL HAVE SPRING ASSIST FOR BOTH LIDS. @ | bRAWING FOR METER INSTALLATION e ocTave | 2800 | Be636 18" 36 20"
SPECIFICATIONS) 8" OMNI T2 | 3500 | B-636 18" 45 30%"
REVISIONS APPROVALS EASTERN MUNICIPAL WATER DISTRICT
No.| DATE [INTIAL DESCRIPTION APP'D | DATE INITIAL | DATE \ STANDARD DRAWING
DESIGN Ggs 54515 N/\
CONSTRUCTION T —— EASTERN
MUNICIPAL n
wseecron_| 2 7777 -2 | @ [TV W (i 4" & LARGER SERVICE CONNECTION
OPERATIONS | K¢ | 52115 pISTRICT
/\| 4/6/22 | @s REVISED NOTES, VALVE, MATERIAL AND FLOW RATE TABLE _AGA | 2622 SUBMITTED | 44 | 51515
REFERENCES: SCALE: NONE
RECOMMENDED__2ve /M foucwad 51815 | appROVED._ Charlic fSachmann 52715 B-993
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